
DRAWN BY

APPROVED

PUBLIC WORKS OFFICER

CHECKED BY

SUPERVISOR

P.W. DWG. NO. DEPARTMENT OF THE NAVY            NAVAL FACILITIES ENGINEERING COMMAND

PROJ. NO.
HQMC

SIZE

SCALE

DATE CODE IDENT. NO.

F
N A V F A C DRAWING NO.

CONSTR. CONTR. NO.

SHEET OF

PANAMA CITY, FLORIDA

766 MIDDLE ST., FAIRHOPE, AL  36532  251-990-5778

ARCH. & ENGR. SEAL

NAVAL SUPPORT ACTIVITY
NATURAL RESOURCES & ENVIRONMENTAL AFFAIRS

FIRE DEPARTMENT

SAFETY DEPARTMENT

PUBLIC WORKS SUPERVISOR

T.0.# ____ SHEETMACC.

April 9, 2013 IF SHEET IS LESS THAN (30"x42") IT IS

A REDUCED PRINT; SCALE ACCORDINGLY

SATISFACTORY
TO DATE

SATISFACTORY
TO DATE

SATISFACTORY
TO DATE

SATISFACTORY
TO DATE

FINAL SUBMISSION

DESIGN/BUILD

USE PLAN

AS NOTED

RWC

WWB

BC

N/A

32

F ORI DA

C
E

No. 29795

BES
DESIGN/BUILD

LLCR
T

I F
I CAT E OF A UT HO

R
IZ

A
T

IO
N

L

COMPRESSOR SLAB

COMPRESSOR SLAB

MEDICAL OPERATIONS

ADMINISTRATIVE

SUPPORT

PUBLIC

DEPARTMENT LEGEND

CIRCULATION

BUILDING SQUARE FOOTAGE:
HEATED: 5312
COVERED PORCHES: 340
CANOPY: 1122

BUILDING OCCUPANCY USE: BUSINESS
BUILDING CODE: IBC 2009
FLA BC 2010
BUILDING TYPE: IIB
OCCUPANT LOAD: 52

UFC-4-101-01 2007
UFC 1-200-01
UFC 2-000-05N (P80)
BUILDING ENVELOPE MUST COMPLY OR EXCEED
ANSI/ASHRAE/USGBC/IES 189.1 1009 -7.4.2.1

AIR LEAKAGE SHALL NOT EXCEED 0.25 CFM/FT2 WHEN TESTED.
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001
A: 192 sq ft

LOUNGE
002

A: 123 sq ft
H: 10'-0"

LCPO/LPO
003

A: 110 sq ft
H: 10'-0"

OIC
004

A: 130 sq ft
H: 10'-0"

COPY ROOM
005

A: 77 sq ft
H: 10'-0"

STORAGE
006

A: 47 sq ft
H: 10'-0"

KIOSK/CHECK-
IN

007
A: 52 sq ft
H: 10'-0"

WAITING
008

A: 98 sq ft
H: 10'-0"

MENS
009

A: 55 sq ft
H: 8'-2"

WOMENS
010

A: 50 sq ft
H: 8'-2"

ADULT
SCREENING

011
A: 100 sq ft

H: 8'-2"

EXAM 1
012

A: 105 sq ft
H: 8'-2"

PROVIDER
013

A: 120 sq ft
H: 10'-0"

EXAM 2
014

A: 100 sq ft
H: 8'-2"

VISION TESTING
015

A: 95 sq ft
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EXAM 3/
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016
A: 152 sq ft
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OCC HEALTH
NURSE

017
A: 102 sq ft
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NURSE
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TREATMENT
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A: 157 sq ft
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A: 142 sq ft
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021

A: 96 sq ft
H: 8'-2"

MENS LOCKER
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A: 139 sq ft
H: 10'-0"

WOMENS
LOCKER
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A: 139 sq ft

H: 10'-0"

STAFF MEN
TOILET

024
A: 60 sq ft

H: 8'-2"

STAFF WOMENS
TOILET
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A: 60 sq ft

H: 8'-2"

RECORDS
026

A: 122 sq ft
H: 10'-0"

COMM.
027

A: 101 sq ft
H: 10'-0"

SOILED LINEN
030

A: 90 sq ft
H: 8'-2"

RECEPTION
028

A: 61 sq ft
H: 10'-0"

CORR
029

A: 46 sq ft
H: 10'-0"

CLEAN LINEN
031

A: 90 sq ft
H: 8'-2"

COPIER
032

A: 28 sq ft
H: 10'-0"

AUDIO
033

A: 144 sq ft
H: 8'-0"

JAN
034

A: 21 sq ft
H: 9'-0"

CORR
035

A: 164 sq ft
H: 10'-0"

CORR
036

A: 77 sq ft
H: 23'-0"

CIRCULATION
037

A: 323 sq ft
H: 23'-0"

CORR
038

A: 106 sq ft
H: 23'-0"

CORR
039

A: 274 sq ft
H: 18'-0"

CORR
040

A: 55 sq ft
H: 10'-0"

CORR
041

A: 49 sq ft
H: 10'-0"

VESTIBULE
042

A: 97 sq ft
H: 10'-0"

WHEEL CHAIR
STOR.
029.5

A: 27 sq ft
H: 10'-0"

CORR
044

A: 102 sq ft
H: 10'-0"

CORR
043

A: 107 sq ft
H: 10'-0"
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